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DIVISION 1 - GENERAL REQUIREMENTS

SECTION 01558 - INTERRUPTION TO SERVICES

PART 1 - GENERAL

1.01 - GENERAL

A. This Section specifies requirements relating to
interruptions of services.

B. Accidental interruptions caused by the Contractor to
services outside of the work area shall be reported to
the EPA at once, and immediate emergency efforts to
restore the service shall be made at the expense of the
Contractor.

1.02 - PROTECTION OF EXISTING CONDITIONS

A. All portions of the existing structures, all utilities
and all other elements not part of the work which are
damaged, moved or altered in any way during construction
shall be replaced or repaired to the EPA’s satisfaction
at the Contractor’s expense.

1.03 - PLANNED INTERRUPTIONS TO SERVICE

A. All interruptions to Utility Services shall be planned by
the contractor in coordination with the EPA, so as to
provide the least inconvenience and downtime.  A major
utility shutdown will require a minimum of fourteen (14)
calendar days notice from the Contractor.
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